ReaderTT.config = {"pagecount":39,"title":"Respirator Standard Photos","author":"AUTHORIZED GATEWAY 2000 USER","subject":"","keywords":"","creator":"Impress","producer":"LibreOffice 7.2","creationdate":"D:20220524032911Z'","moddate":"","trapped":"","fileName":"document.pdf","bounds":[[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825],[1100,825]],"bookmarks":[{"title":"Electrical Hazards Awareness Briefing","page":1,"zoom":"XYZ 0 825 0"},{"title":"Purpose","page":2,"zoom":"XYZ 0 825 0"},{"title":"Introduction","page":3,"zoom":"XYZ 0 825 0"},{"title":"Electrical Terminology","page":4,"zoom":"XYZ 0 825 0"},{"title":"Electrical Shock","page":5,"zoom":"XYZ 0 825 0"},{"title":"Dangers of Electrical Shock","page":6,"zoom":"XYZ 0 825 0"},{"title":"How is an electrical shock received?","page":7,"zoom":"XYZ 0 825 0"},{"title":"How is an electrical shock received? (cont\u2019d)","page":8,"zoom":"XYZ 0 825 0"},{"title":"Low Voltage Does Not Mean Low Hazard","page":9,"zoom":"XYZ 0 825 0"},{"title":"Electrical Burns","page":10,"zoom":"XYZ 0 825 0"},{"title":"Recognize the Hazards","page":11,"zoom":"XYZ 0 825 0"},{"title":"Slide 12","page":12,"zoom":"XYZ 0 825 0"},{"title":"Recognize the Hazard","page":13,"zoom":"XYZ 0 825 0"},{"title":"Recognize the Hazard Tripping and Abrasion Hazards","page":14,"zoom":"XYZ 0 825 0"},{"title":"Slide 15","page":15,"zoom":"XYZ 0 825 0"},{"title":"Recognize the Hazard Cabinets, Boxes, and Fittings","page":16,"zoom":"XYZ 0 825 0"},{"title":"Slide 17","page":17,"zoom":"XYZ 0 825 0"},{"title":"Slide 18","page":18,"zoom":"XYZ 0 825 0"},{"title":"Slide 19","page":19,"zoom":"XYZ 0 825 0"},{"title":"Recognize the Hazard Grounding Path","page":20,"zoom":"XYZ 0 825 0"},{"title":"Slide 21","page":21,"zoom":"XYZ 0 825 0"},{"title":"Slide 22","page":22,"zoom":"XYZ 0 825 0"},{"title":"Slide 23","page":23,"zoom":"XYZ 0 825 0"},{"title":"Clues that Electrical Hazards May Exist","page":24,"zoom":"XYZ 0 825 0"},{"title":"Ground-Fault Circuit Interrupter","page":25,"zoom":"XYZ 0 825 0"},{"title":"Prohibited Uses of Flexible Cords Examples","page":26,"zoom":"XYZ 0 825 0"},{"title":"Safe Practices Cord Control","page":27,"zoom":"XYZ 0 825 0"},{"title":"Safe Practices Cord Control Cont.","page":28,"zoom":"XYZ 0 825 0"},{"title":"Safe Practices Resetting Breakers","page":29,"zoom":"XYZ 0 825 0"},{"title":"Safe Practices Conductive Apparel","page":30,"zoom":"XYZ 0 825 0"},{"title":"Safe Practices Wall Penetrations","page":31,"zoom":"XYZ 0 825 0"},{"title":"Safe Practices Equipment Applications","page":32,"zoom":"XYZ 0 825 0"},{"title":"Safe Practices Qualifications","page":33,"zoom":"XYZ 0 825 0"},{"title":"Electrical Emergencies","page":34,"zoom":"XYZ 0 825 0"},{"title":"Slide 35","page":35,"zoom":"XYZ 0 825 0"},{"title":"Electrical Emergencies Downed Power Lines","page":36,"zoom":"XYZ 0 825 0"},{"title":"What Now?","page":37,"zoom":"XYZ 0 825 0"},{"title":"Slide 38","page":38,"zoom":"XYZ 0 825 0"},{"title":"For More Information","page":39,"zoom":"XYZ 0 825 0"}],"thumbnailType":"jpg","pageType":"html","pageLabels":[]};
